
COMMONWEALTH OF KENTUCKY 

BEFORE THE PUBLIC SERVICE COMMISSION 

I n  t h e  Ha t t e r  of: 

APPLICATION OF HENDERSON COUNTY 1 
WATER DISTRICT, OF HENDERSON AND 1 
WEBSTER COUNTIES, KENTUCKY, FOR ) CASE NO. 9577 
APPROVAL OF CONSTRUCTION, FINANCING,) 
AND INCREASED WATER RATES ) 

O R D E R  

I T  IS ORDERED t h a t  H e n d e r s o n  C o u n t y  Water D i e t r i c t  

("Henderson")  s h a l l  f i l e  a n  o r i g i n a l  and  s e v e n  copies of t h e  

f o l l o w i n g  i n f o r m a t i o n  w i t h  t h e  Coininission w i t h  a copy t o  a l l  

p a r t i e s  of record w i t h i n  3 weeks of t h e  da te  of this O r d e r .  If 

t h e  i n f o n n a t i o n  r e q u e s t e d  or a m o t i o n  for a n  e x t e n s i o n  of time is 

n o t  f i l e d  b y  t h e  s t a t e d  d a t e ,  t h e  Coinmission may d i smis s  t h e  case 

w i t h o u t  p r e j u d i c e .  H e n d e r s o n  s h a l l  f u r n i s h  w i t h  e a c h  r e s p o n s e  t h e  

name of t h e  w i t n e s s  who w i l l  be a v a i l a b l e  a t  t h e  p u b l i c  h e a r i n g  

for r e s p o n d i n g  t o  q u e s t i o n s  c o n c e r n i n g  each item of i n f o r m a t i o n  

requested. 

1. In order t o  o b t a i n  r ea l i s t i c  r e s u l t s  when u t i l i z i n g  

c o m p u t e r  h y d r a u l i c  a n a l y s e s  t o  p r e d i c t  a w a t e r  d i s t r i b u t i o n  

s y s t e m ' s  p e r f o r m a n c e ,  e n g i n e e r i n g  r e f e r e n c e s  stress the i m p o r t a n c e  

of c a l i b r a t i n g  t h e  r e s u l t s  p r e d i c t e d  to a c t u a l  h y d r a u l i c  



conditions. This calibration process should include matching 

field measurements to the results predicted by the computer over a 

wide range of actual  operating conditions. A s  a minimum this 

should include average and maximum water consumption periods, as 

well as "f ire  flow" or very h i g h  demand periods. 

Based on the above, explain t h e  procedures used to verify the 

computer hydraulic analyses filed in this case. This explanation 

should be documented by field measurements, hydraulic calcu- 

lations, etc. Also provide a detailed explanation of how t h e  

demands and demand patterns utilized in the hydraulic analyses 

were determined. 

2. The hydraulic analyses of t h e  existing system depict 

pressures lower than 30 p i g  at Nodes 30, 32, 52, 76, 103, 136, 

137, 153, 154, and 156. Provide information as to the number of 

customers affected by t h i s  c o n d i t i o n  a t  each location. Also 

provide the lowest pressure experienced and whether any complaints 

of low pressure have been received. 

3 .  The computer hydraulic analyses filed i n  this case for 

the proposed w a t e r  distribution system indicates that the po- 

tential exists for the system to experience low pressure (less 

than 30 p e l g )  at Nodes 10, 5 2 ,  76, 95, 103, 110, 111, 136, 137, 

170 and 233 after the proposed construction is complete. Pres- 

sures at this level are in violation of PSC regulation 807 KAR 

5 : 0 6 6 ,  Section 6 (1). Provide details of any preventive measures 

or additional construction Henderson intends to perform to protect 

againat this type of occurrence. D e t a i l s  should be documented by 

hydraulic analysee and field measurements. 
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4. Provide a copy of each of the county court orders estab- 

lishing Henderson and defining its boundaries. 

5. Provide a highway map at a scale of at least one inch 

equals t w o  miles marked to show Henderson’s water distribution 

system. The map of the system shall show pipeline sizes, 

location, and connections as well as pumps, water storage tanks 

and sea level elevations of k e y  points. The map shall also be 

marked to show the location of Henderson’s boundaries and labeled 

to indicate the appropriate court orders f r o m  which each boundary 

was determined. 

6. Provide a narrative description of the proposed daily 

operational sequences of the water system. Documentation should 

include the methods and mechanisms proposed to provide positive 

control of all storage tank water levels. The description should 

also include an hourly summary for a typical 24-hour period of how 

all tanks will “work- (expected inflow or outflow of water) and 

how a l l  pumps will function. The description should be fully 

supported by appropriate field measurements and hydraulic 

calculations. 

7. The hydraulic information filed in this case indicates 

that there are quite a few eXi8ti12g 2-inch water l i n e s  of l e n g t h 8  

in excess of 250 feet. Two-inch water lines which are longer than 

250 feet for non-circulating water lines and longer than 500 feet 

for circulating water lines are i n  violation of PSC regulation 807 

K A R  5 : 0 6 6 ,  Section 11 ( 2 )  (a). Provide a list of all existing 

2-inch water lines. This list s h a l l  include the location, number 

of customers served, length and possibility of future extension of 
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each l i n e .  T h i s  list s h o u l d  a lso i n c l u d e  t h e  lowest pressure 

e x p e r i e n c e d  a n d  w h e t h e r  any c o m p l a i n t s  of low pressure h a v e  been 

r e c e i v e d .  

8 ,  P r o v i d e  the c r i t e r i a  used i n  d e t e r m r n i n g  the location, 

size, o v e r f l o w  e l e v a t i o n ,  and head r a n g e  for each o f  t h e  proposed 

water storage tanks. 

9 ,  I s  Hender son  aware of any known and m e a s u r a b l e  ad jus t -  

ments ( i .e ,  c h a n g e s  i n  p u r c h a s e d  water rates ,  i n s u r a n c e  rates, 

wages, etc.) t h a t  h a v e  o c c u r r e d  s u b s e q u e n t  t o  t h e  o r i g i n a l  f i l i n g ?  

If so, Hender son  should i n c l u d e  these a d d i t i o n a l  a d j u s t m e n t s  i n  

i ts p r o  forma income s ta tement .  ( A l l  a d j u s t m e n t s  s h o u l d  be fully 

documen ted . )  

10 .  On J u n e  1 9 ,  1986, H e n d e r s o n  f i l e d  a n  amended s c h e d u l e  of 

rates. What e f f e c t  does t h i s  h a v e  upon t h e  r e q u e s t e d  revenue 

i n c r e a s e  and  pro forma income s t a t e m e n t ?  

11. The b i l l i n g  a n a l y s i s ,  E x h i b i t  M, f i l e d  A p r i l  1 4 ,  1986,  

shows usage €or 3 / 4 - i n c h 8  2 - i n c h  a n d  6 - i n c h  meters. The  proposed 

rates f i l e d  J u n e  16, 1986 ,  shows p r o p o s e d  rates f o r  3 /4 - inch ,  

l-inch, 1 1 / 2 - i n c h ,  and 4-inch meters. 

D o  you c u r r e n t l y  serve any c u s t o m e r s  on t h e  new proposed 

m i n i m u m s  for the 3/4 ,  1, 1 1/2 and 4 - inch  meters? I f  sor is t h e i r  

m o n t h l y  usage less than t h e  p r o p o s e d  min imum usage allowance? I f  

so, please p r o v i d e  a l i s t i n g  of t h e  number of customers and t h e l r  

a n n u a l  usage so a n  a d j u s t m e n t  c a n  be made to the b i l l i n g  a n a l y s i s .  



Done at Frankfor t ,  Kentucky, t h i s  3rddayof July, 1986. 

PUBLIC SERVICE COMMISSION 

/&La& B, 
For the Commission 

ATTEST: 

Secretary 


